©@ 6 0 O .

@ © ©

©

@ ©® 06

#4 BOILER
QUICK BOTTOM

630,000 GPY (10 GPM)

Yy

AND CONTINUQUS
BLOWDOWN

SEAL WATER
MISC LEAKS

17,900,000 GPY (34 GPM)

FLOOR DRAINS
TURBINE DRAINS

RO/ANCILLARY

1,000,000 GPY (5 GFM)

34,800,000 GPY

CLEANING
WASTEWATER

RO REJECT

13,300,000 GPY (75 GPM)

y

COOLING FILTER
AND RO FILTER

1,900,000 GPY (350 GPM)

BACKWASH/

ANALYZERS

SERVICE

14,700,000 GPY (60 GPM)

WATER BLEED

EVAFORATOR

430,000 GPY (5 GPM)

Y

BRINE

BOTTOM ASH

13,200,000 GPY (25 GPM)

HOPPER SEAL
WATER

SAND FILTER

1,800,000 GPY (600 GPM)

Y

38,700,000 GPY

L.

DIRTY WATER
SUMP
#l&2

73,400,000 GPY

REJECT

SEAL WATER

6,300,000 GPY {10 GPM)

MISG LEAKS,
FLOOR DRAINS

BOILER TUBE
LEAK-107%

100.000 GPY (7 GPM)

y

DRAIN TO BOTTOM
ASH HOPPER

BOILER DRAINING

1,000,000 GPY (350 GPM)

ECONOMIZER
TUBE LEAKS

1,150,000 GPY (15 GPM)

Y

L

BIRTY WATER
SUMP

#3

WASTEWATER
EQ TANK

127,000 GALLONS

ADD 10% SAFETY/GROWTH FACTOR

81,000,000 GPY

(300 AVERAGE /500 PEAK GPM)
FORCEMAIN TO

WEST SPRINGFIELD>

COLLECTION SYSTEM

LEGEND
GPY — GALLONS FER YEAR
(XXX GPM) — INSTANTANEQUS

FLOWRATE
NOTE: INDIVIDUAL FLOWS ARE INTERMITTENT
BASED ON FACILITY OPERATIONS.
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FLY ASH
COLLECTED IN

DRY ASH
SYSTEM

DRY—ASH PIPING

- OFF SITE DISPOSAL )

20,000 GPY (100 GPM)

BI—ANNUAL RINSE

BOTTOM ASH
HOPPER

50,00C GPY (500 GPM)

CLEANING

AIR PREHEATER

80,000 GPY (100 GPM) 2B0,000 GPY

MODIFIED ASH

WASH

MAINTENANCE

60,000 GPY (100 GPM)

CLEANINGS

FIRESIDE WASH

30,000 GPY {100 GPM)

CHEMICAL
BOILER CLEAN WASTE
AND 2 STAGES OF
RINSEWATER
(EVERY 5-10 YEARS)

ROOF DRAINS
TO DRAINAGE
SWALE
(BOILER HQUSE AND
TURBINE DECK})

P WASTEWATER
SUMP

TEMPORARY
L FRAC ._.>wa\! OFF SITE U_m_qu>_|u

1,500,000 GPY (3,000 GPM DESIGN FLOW) )

QIL/SEDIMENT

VORTEX SEPARATOR

TO DRAINAGE V

SWALE

ASH WASTEWATER

TO TANKER TRUCKS

QFF SITE DISFOSAL )

CLEANED 2.5 MG

LEGEND
GPY — GALLONS PER YEAR
(XXX GFM) — INSTANTANEOUS

FLOWRATE
NOTE: INDIVIDUAL FLOWS ARE INTERMITTENT
BASED ON FACILITY OPERATIONS.
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